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To whom it may concern,

This letter is written to address the concerns of the structural integrity of a continuous three-inch 
fillet weld across the three mounting holes in the ALP Supply, Inc. (ALP) Stealth Connector.

Testing was performed in the worst-case scenario, which considers the full three-inch weld centered 
over the three mounting holes, as shown below.
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Based on laboratory testing in condition stated above, there is no impact on the structural integrity 
of the welded connection assuming the weld was set over the mounting holes in the field and the 
slug was centered on the mounting holes. Laboratory testing was performed by the ISO-IES 17025 
accredited laboratory at the University of Wisconsin, Milwaukee.

If you have any additional questions, please do not hesitate to contact ALP’s technical staff at 
tech@alpsupply.com.

Sincerely,

David S. Jablonsky, P.E., FPCI 
Executive Vice President


